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Rehabilitation of Tarbela Hydropower Plant under FARA:  
During the reporting month, a monitoring visit was conducted 
at the Tarbela Power Plant to inspect progress of ongoing 
repair and rehabilitation work, and to verify the WAPDA 
reimbursement claim.  

 

The Replacement of generator windings was completed at 
units 1, 3 & 4, which added a capacity of 128 MW to the 
national grid. Spare seals & guides for relief and bypass valves 

on turbine side at units 1-10 have already been installed.  Procurement of digital governors and a 
SCADA system is under way.  

 

The installation of drainage and unwatering pumps was completed in July. EPP experts physically 
inspected the installed six high capacity station drainage and dewatering pumps for Units 1-10 and 
verified their shipping documents.  

 

During the inspection, it was determined that one low capacity tank dewatering pump was not 
procured, which was reported to WAPDA/Tarbela. In response to the report, WAPDA/Tarbela 
clarified that a low capacity tank dewatering pump1 is not required presently as the existing pump is 
in good condition and has an estimated useful life of at least 10 years. The invoice for dewatering 
pumps in the amount of $ 400,000, along with EPP recommendation, has been submitted to USAID 
Energy Office (USAID/ENR) for consideration for amendment/approval. 

 

During July, a payment of $ 370,000 for installation of windings at unit 3 was disbursed to 
WAPDA/Tarbela. 

 

Amendment-I of the Tarbela FARA has revised the completion date of the project to December 31, 
2012.  Of the $16.5 million USG funding committed for Tarbela, total disbursement as of July 2012 is 
$11,249,917. 
 

The current status of the Tarbela FARA is tabulated below: 
LINE 
ITEM 

# 

UNIT 
# 

WORK ITEM 
DESCRIPTION 

AMOUNT 

(USD) 

CLAIMS 
SUBMITTED 

(USD) 
PRESENT STATUS 

1 4 
Replacement of Damaged 
Generator Stator Windings 
with Class F Insulation 

3,700,000 3,700,000 
Work completed and 100% amount 
reimbursed 

                                                           
1 The sole purpose of the low capacity tank dewatering pump is to drain water resulting from leakage/seepage. 
Leakages/seepages are infrequent at Tarbela Power Station and the existing pump has rarely been used. 

Drainage and dewatering pump 
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LINE 
ITEM 

# 

UNIT 
# 

WORK ITEM 
DESCRIPTION 

AMOUNT 

(USD) 

CLAIMS 
SUBMITTED 

(USD) 
PRESENT STATUS 

Windings, Unit#4 

2 3 

Replacement of Damaged 
Generator Stator Windings 
with Class F Insulation 
Windings, Unit#3 

3,700,000 

 

2,849,917 

 

Installation of windings completed on May 
25, 2012. 100% amount-less spares-has 
been reimbursed. WAPDA has placed PO 
for the spares.  

3 1 

Replacement of Damaged 
Generator Stator Windings 
with Class F Insulation 
Windings, Unit#1 

3,700,000 3,700,000 
Work completed and 100% amount 
reimbursed 

4 1-14 
Upgrading of the SCADA 
System, Units 1-14 

1,000,000  
New SCADA system is under manufacture 
at ABB and shipment is expected in 
October 2012 

5 1-10 
Spare Seals & Guides for 
Relief & Bypass Valves on 
Turbine Side, Units 1-10 

500,000 500,000 
Installation completed on all units. 100% 
amount has been disbursed to WAPDA. 

6 1-10 
Replacement of 
Electromechanical Governors 
by Digital Ones, Unit 1-10 

3,000,000  

Inspection of digital governors was 
completed by WAPDA engineers at GE 
USA. The governors are ready for 
shipment; and the delivery is expected in 
Aug 2012. 

7 1-10 
Replacement of Worn out 
Station Drainage & 
Dewatering Pumps, Units1-10 

400,000  Installation completed on all units. 

8  Training 500,000 500,000 

20 engineers from Tarbela power station 
have completed training on O&M in 
Switzerland. 100% amount disbursed to 
WAPDA.  

Total  16,500,000 11,249,917  
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