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SECTIONALIZING SWITCH
—— 20—kV OH LINE
FUSE
— — DIN 70/12

MV TENSION (ANGLE) POLES, DOUBLE 2,000—mm CROSS ARMS, DABS AS-03,
EACH MV TENSION (ANGLE) POLE IS GUYED. MV GUY; DABS AN-S1,

ACSR

DIN 95/15
DIN 120/20

GU-S51,

1XAS—05, 6XAS—09, MV-308C
GU—-102C

01,/08,/2011
01,/03/2011
12,/20,/2010
12/18,/2010
DATE

ADJUSTED SECTIONS
ADDED GEC SIZES
ADDED SECONDARY TABLE
CHANGED SIZE OF OCD
DESCRIPTION
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ABC, AL, 3X50, 50

UNLESS OTHERWISE NOTED, LINEAR

DIMENSIONS SHOWN ARE IN MILLIMETERS.

SISER DIN 185/30
PRIMARY SWITCH | 5
SECONDARY TRANSFORMER SUBSTATION & DlSTRlBlngON BOARD
| P LIGHTNING ARRESTER
TRANE\F/DARMER MCB (A TAP E/Q”z 3PN BCB (A GEC (mm®
mm
PRIMARY FUSE 25 50 1 X 50 NONE 25
40 80 T X 50 NONE 35
63 120 T X 50 NONE 35
100 200 1 X 120 2 X 150 35
A 20-kV, 150-kv  BIL 160 300 T X 240 3 X 150 70
250 500 2 X 150 5 X 150 70
Wzmv 39, 4W A 400 800 3 X 185 7 X 150 35
GEC 630 1200 5 X 185 12 X 150 95
__ DISTRIBUTION BOARD — § 1000 2000 8 X 240 10 X 250 35
MCB > _—A M
g . . —(3) SECONDARY 400—V DISTRIBUTION
SIZE TRANSFORMER SECONDARY OCD PER TRANSFORMER SIZE
BCB ) ) ) )150
| | | (TYP)
—1+—4%) 400—V OH TO METER BOXES
LV SUSPENSION (TANGENT) POLES, DABS AS—11, LV—101
LV TENSION (ANGLE) POLES, DABS AS—12, AS—13, LV—102
EACH LV TENSION (ANGLE) POLE IS GUYED. LV GUY, DABS AN—S1, GU—S1, GU—101C
METER BOX(TYP)
——— 400-V OH LINE
@ ABC, AL
— 3X50, 50
3X70, 50
3X95, 70
@ C@ e@ C@ @ 3X120, 70
——=—5) SERVICE LATERALS AND SE DISCONNECTS
Q UNDERGROUND SERVICE LATERAL
NYY CU
— 3X10 RE NOTE:
5X10 RE MATERIALS SHALL CONFORM TO DABS DISTRIBUTION STANDARDS,
CUSTOMER SERVICE DISCONNECT CHAPTER U DABS STANDARD TECHNICAL DATA SHEETS, CHAPTER YV,
") —— 32A, 1P DABS TECHNICAL SPECIFICATIONS, CHAPTERS A THROUGH S, AND
32A, 3P DABS CHAPTER Z—3 INFORMATION ON SPECIFIC ITEMS OF SUPPLY,

CHAPTERS D,H,I,N,0,S.
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